


 

Jensen’s Hyde Park Treated Water Quality Report 2018 

Special points of  interest: 

The water at the Jensen’s Hyde  Park is tested for  over  120 different compounds. 

The Jensen’s Hyde Park Drinking Water met all of the State and Federal 

requirements 

Drinking Water, including bottled water, may reasonably be expected to contain 

at least small amounts of some compounds.  The presence of these compounds 

does not necessarily indicate that water poses a health risk.  More information 

about contaminants and potential health effects can be obtained by calling the Environmental Protection 

Agency’s (EPA‘s) Safe Drinking Water Act Hotline (1-800-426-4791) 

Definitions: 

 Maximum Contaminant Level Goal (MCLG) - The level of a contaminant in drinking water below which there is no 

known or expected risk to health.  MCLGs allow for a margin of safety. 

 Maximum Contaminant Level (MCL) - The highest level of a contaminant that is allowed in drinking water.  MCLs 

are set as close to the MCLGs as feasible using the best available treatment technology. 

 Action Level - The concentration of a contaminant which, if exceeded, triggers treatment or other requirements 

which a water system must follow 

 Treatment Technique (TT) - A required process intended to reduce the level of a contaminant in drinking water 

 Turbidity -  Relates to a condition where suspended particles are present in the water.  Turbidity measurements 

are a way to describe the level of “cloudiness” of the water. 

 pCi/l - Picocuries per liter.  A measure of radiation. 

 ppb - parts per billion or micrograms per liter 

 ppm - parts per million or milligrams per liter 
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Arsenic in drinking water: 

 The EPA's standard balances the current understanding of arsenic's possible health effects against the 

costs of removing arsenic from drinking water. EPA continues to research the health effects of low 

levels of arsenic, which is a mineral known to cause cancer in humans at high concentrations and is 

linked to other health effects such as skin damage and circulatory problems. 



Jensen’s Hyde Park Treated Water Quality Report 2018 

T he table above lists all the drinking water contaminants that were detected during the 2018 calendar year. The presence 

of these compounds in the water does not necessarily indicate that the water poses a health risk.   

Unless otherwise noted, the data presented in the table is from testing done January 1 – December 31, 2018.  The State 

requires us to monitor for certain contaminants less than once per year because the concentrations of these contaminants are 

not expected to vary significantly from year to year. 

Highest Level Highest Level Ideal Goal

Contaminant Allowed Detected (EPA's MCLG)

(EPA's MCL)

Regulated at the Treatment Plant - Cordova Road, Easton, MD - Plant I.D. 01

Arsenic (2017 Testing) 10 ppb 3 ppb n/a

Typical Source of Contamination: Erosion of natural deposits

Fluoride (2018 Testing) 4 ppm 2.0 ppm 4 ppm

Typical Source of Contamination: Water additive which promotes strong teeth

Dichloromethane (2013 Testing) 5 ppb 0.6 ppb* 0 ppb

Typical Source of Contamination: Discharge from drug or chemical factories         *(Range 0.5 ppb - 0.7 ppb)

Regulated at the Consumer's Tap

Chlorine 4 ppm 1.15 ppm * 4 ppm

Water  additive used to control microbes Range (0.41 -1.90 ppm)

* Annual Average of results

Total Trihalomethanes (TTHM) (2017 Testing) 80 ppb 4.9 ppb n/a

Typical Source of Contamination: By-product of drinking water disinfection

Regulated at the Consumer's Tap Action Level 90th percentile Ideal Goal

Copper (2017 Testing) 1300 ppb 34 ppb 1300 ppb

Typical Source of Contamination: Corrosion of household plumbing fixtures and systems

Lead (2017 Testing) 15 ppb 2 ppb 0 ppb

Typical Source of Contamination: Corrosion of household plumbing fixtures and systems
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Fluoride Information: 

Federal regulations require that fluoride, which occurs naturally in your water supply, not exceed a concentration of 4.0 

mg/l in drinking water.  This is an enforceable standard called a Maximum Contaminant Level (MCL), and it has been 

established to protect the public health.  Exposure to drinking water levels above 4.0 mg/l for many years may result, in 

some cases, of crippling skeletal fluorosis, which is a serious bone disorder. 

Fluoride in children’s drinking water at levels of approximately 1 mg/l reduces the number of cavities.  However, some 

children exposed to levels of fluoride greater than about 2.0 mg/l may develop fluorosis.  Dental fluorosis, in its moderate 

and severe forms, is a brown staining and/or pitting of the permanent teeth.  Because dental fluorosis occurs only when 

developing teeth (before they erupt from the gums) are exposed to elevated levels of fluoride, households without children 

are not expected to be affected by this level of fluoride.  Families with children under the age of nine are encouraged to 

seek other sources of drinking water for their children to avoid the possibility of staining and pitting. 




